This project evaluated the KRIA water treatment system (also know under the trade name ECOSOAR) for treatment of three environmental contaminants: diesel fuel, PCBs (arochlor 1254) and nutrients (nitrogen forms). The KRIA water treatment system works by charging water with the superoxide radical (O2 -), which is electrochemically generated from oxygen in the atmosphere. At the injection site, both cavitation and microbubble reactions may also occur. A review of the literature indicates that superoxide is a relatively weak radical, but it can work both oxidatively and reductively. A review of the literature also showed that superoxide can transform chlorinated solvents and microcystin (a toxin associated with algae). Studies of the KRIA yielded promising results, but most of these studies lacked sufficient control to isolate variables, possibly casting doubt on the exact nature of the mechanism. Background studies were conducted to evaluate the KRIA's effect on water. The KRIA charged water for 135 minutes and was compared to a control in which the superoxide valve was turned off. It was found that the superoxide charging resulted in elevated (approximately threefold) levels of oxygen, which led to the water being supersaturated (by approximately 300%). Conductivity was also increased, presumably due to the addition of charged oxygen species into the water. These elevated levels persisted for at least 24 hours after the charging, suggesting that the effect was persistent. The team also documented elevated concentrations of superoxide ion after charging. Treatment of diesel resulted in a 58% increase in removal compared to the control reactor, and this was statistically significant. Treatment of PCBs resulted in a 20% increase in removal as compared to the control, and was also statistically significant. Treatment of nutrients (ammonia and nitrate) did not appear to result in any changes to their respective concentrations.
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. Some of the analytical instruments used in this project. Assay plate reader (upper left) and 96 well plate used for the superoxide dimutase assay (upper right), which were used to semi-quantitatively measure superoxide concentration, and dionex ion chromatograph used for nitrate and nitrite measurements (a similar system was set up for cation measurements and used for ammonium analysis) (lower left). Water quality meter for pH, conductivity, dissolved oxygen (DO), percent oxygen saturation (DO%), and oxygen-reduction potential (ORP) Tables   Table 1. Data from study 
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Background
KRIA Ionizing Water Treatment System
The KRIA ionizing water treatment system is designed to be deployed into rivers, streams, lakes, and ponds ( Figure 1 ) -although it could be effectively applied into tanks and engineered reactors as well. It has an intake where water is drawn into the reactor, and a discharge, where water is returned (Figure 1 ). Superoxide is produced from atmospheric air. The air is drawn into the system, and then electrochemically treated, which charges molecular oxygen into the superoxide anion ( Figure 1 ). The method of ionization is described as "ionization by collision," and involves reaction in a magnetic field as the air is drawn through a bed of ceramic balls with reactive minerals, which are not specified (Kunio et al. 1999) . The negatively charged air is then pressurized and stored in a reservoir tank. This superoxide is charged into the discharge of the system (a video showing the superoxide charging can be seen at https://www.youtube.com/watch?v=b3UJnz88Lxs& feature=em-upload_owner). The discharge is also a key part of the treatment, as it is designed to promote reactions by cavitation and by microbubble effects in addition to superoxide reactions (Kunio et al. 1999) .
Superoxide Radical
Superoxide is a term used to describe negatively changed oxygen (O2 -) (Connelly et al. 2005) . It is a common radical, produced from a variety of reactions. Superoxide has been described as poorly reactive and even inert (Mezyk et al. 2013) . However, articles have documented significant reactions with this radical; these articles will be discussed later in this section.
There are many ways to generate the superoxide radical, and many common advanced oxidation approaches generate the superoxide radical as intermediate steps. Fenton's reactions generate superoxide radicals as an intermediate step; in fact, it is possible to modify the process to intentionally produce superoxide predominantly. For example, Watts et al. (2003) added pyrolusite (manganese oxide) to stimulate superoxide production as part of the Fenton's chemistry reaction. Superoxide can also be generated in zerovalent iron reactions (Joo et al. 2004 , Katsoyiannis et al. 2008 , Noubactep and Schoner 2009 . Titanium dioxide (TiO2) reactions also produce superoxide, and these radicals are considered an important part of this metal's reactive capabilities (Gerischer and Heller 1991 , Howe and Gratzel 1985 , Mascolo et al. 2008 , Mezyk et al. 2013 , Shephard et al. 1998 . Superoxide can be derived from the disassociation of inorganic superoxide salts, such as potassium superoxide (KO2) (Poupko and Rosenthal 1973) . Superoxide is also produced by a fungus (Stibella aciculosa) as part of its reproductive process, and this has been studied for the treatment of mining contamination (Hansel et al. 2012) .
Superoxide is interesting in that it can perform nucleophillic oxidative and reductive reactions (Poupko and Rosenthal 1973 showed reductive reactions with quinines and nitro-substituted hydrocarbons and oxidative reactions with amine groups). This property may expand the possibilities for applying superoxide to various contaminants. In fact, superoxide can allow for reductive reactions to occur in aerated waters, which is a very unique property (Mezyk et al. 2013 ).
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Superoxide has been described as weakly reactive or even inert. These descriptions are, however, contradicted by numerous studies showing significant transformation and degradation of several types of contaminants. Superoxide is an effective reductant capable of transforming carbon tetrachloride and hexachloroethane (Watts et al. 1999, Teel and Watts 2002) . Roberts and Sawyer (1981) reported rapid (with rate constants on the order of seconds) transformation of several chlorinated solvents and pesticides in reaction with superoxide, although the studies were conducted in aprotic media. Aprotic media minimizes reactions with water, which can consume the superoxide molecule. There is also evidence that Fenton's generated superoxide radicals can also attack nitroaromatic explosives (Rodgers and Bunce 2001) ; a theory further supported by studies demonstrating superoxide reduction of nitro-substituted compounds (Bielski et al. 1980, Poupko and Rosenthal 1973) . Similarly, Schmelling et al. (1996) found TNT degradation in a TiO2 reaction tuned to generate superoxide anions. Shephard et al. (1998) speculated that superoxide had a critical role in TiO2-mediated degradation of microcystin, a toxin produced by cyanobacteria. Mascolo et al. (2008) found ultraviolet (UV)-activated TiO2 reactions degraded compounds like methyl-tert-butyl-ether (MTBE), benzene, alkyl-benzenes, and alkyl-naphthalenes, although reactions were not as effective as UV-activated hydrogen peroxide due to fouling issues with the TiO2 catalyst. Still, the better removal of hexadecane by the UV/TiO2 system was directly attributed to superoxides. Chen et al. (2012) found effective degradation of dimethyl phthalate by superoxide that was created by iron reactions with microwave stimulation. Joo et al. (2004) demonstrated effective destruction of the herbicide, molinate, by superoxide radicals generated from zero valent iron corrosion.
Superoxide is apparently less toxic to microorganisms than other radicals. Watts et al. (2003) found it was less toxic to Escherichia coli than hydrogen peroxide and hydroxyl radicals, which could be useful in groundwater remediation applications where it is desirable to promote biodegradation along with abiotic transformations. Another interesting property of superoxide is that it seems to promote contaminant desorption, which can be useful in treating soils, sediments, and groundwater aquifers (Corbin et al. 2007 ).
Other potential reactions from KRIA operation
The KRIA is primarily designed to produce the superoxide radical. However, the reactor also promotes other reactions that might be significant in addressing environmental issues. First, the reactor is a strong oxygenator (see results below). The high oxygen content provided by the operation could, by itself, promote high rates of aerobic degradation. The second key mechanism is that the superoxide is injected into the discharge as microbubbles. Microbubbles have been explored for their reactivity with contaminants (Agarwal et al. 2011 , Li et al. 2009 ) and disinfections (Agarwal et al. 2011) , as well as for their ability to promote contaminant desorption (Ueda et al. 2013) . A third mechanism is cavitation (Zhang and Hua 2000) , which could occur at the impeller of the recirculation system (microbubble reactions are also a form of cavitation). Because our controls (see methods) include the recirculation pump, any affects from this are addressed. For the purposes of this work, we will assume that the bulk of any other reactions are due primarily to superoxide.
Results of Studies Provided by Premier Materials
Premier Materials provided reports on six applications of the KRIA system. One report was on an application at Grand Lake, OH, from 28 August to 17 October 2012 -a period of about six weeks. During this time, a number of water quality parameters were measured. Substantial increases were found in dissolved oxygen (DO) measurements, increasing from an average of 4.97 to 9.38 mg/L. Increases in DO were also found in sediment samples. The range of Oxidation-Reduction Potential (ORP) measurements increased from an initial range of 99.3 to 184.1 mV to 189.9 to 201.0 mV. Ammonia levels dropped from as high as 0.56 mg/L to as low as non-detect, and phosphate levels also dropped. Algae concentrations dropped, except for one cyanobacteria species, which actually increased. However, a report provided by Mad Scientists & Associates (2012) indicated that although many water quality parameters improved during the KRIA treatment period, similar changes also occurred in an untreated control area, and the differences were not statistically significant.
A second application described was at a fish (globefish) hatchery in Japan. The hatchery had maintained high DO concentrations to support globefish through the use of liquid oxygen and antibiotics to control infections. A 10-week study was conducted on a portion of the hatchery using the KRIA ionizer instead. The ionizer proved to be an outstanding water oxygenator, and it operated at about a tenth of the cost of the liquid oxygen system. In addition, fish thrived in the system without the antibiotics. In the KRIAtreated water, the fish were a larger average adult weight and a substantially higher yield (90% vs. 40%), as compared to the liquid oxygen/antibiotic system.
A third report discusses an application at Orange Beach, AL, in a harbor area that was impacted by the Deepwater Horizon oil spill (Premier Materials 2013). The KRIA water treatment system was installed approximately one year after the spill. The DO levels taken near the reactor increased from 5.0 to over 11.0 mg/L. Visibility within a 1000 ft radius of the reactor reportedly improved, and fish and crabs, which had not been found prior to the KRIA's deployment returned (the wildlife and visibility were confirmed by a local resident, Ms. Margaret Childress Long, a local resident who maintained a daily diary documenting the spill and the KRIA deployment).
A fourth study was described in the text of e-mail from Mr. Mike Mangham of EcoUSA and involves a 2001 study at a pond in the Ueno Zoo in Tokyo, Japan. The study took samples from a zone of influence of the KRIA and outside of the test zone as a control. Table 1 summarizes measurements taken on 31 August 2001. The data showed reductions in organic matter (decreased biological oxygen demand (BOD) and chemical oxygen demand (COD)). Decreases were also found in suspended solids (ss), total nitrogen, and total phosphorus. The pH had a substantial drop from 8.7 to 6.7. The changes in BOD and COD can be attributed to degradation either due to direct interaction with the superoxide or from stimulated microbial activity. The changes in ss, nitrogen, and phosphorus are more difficult to explain. A portion of the ss reduction may be related to degradation of organic material, but it seems unlikely that such a high percentage (98%) of suspended material would be from organic material. Similarly, changes in nitrogen and phosphorus are difficult to explain by direct interaction with the KRIA process. This could suggest more complex interactions resulting in the KRIA operation that promotes particle setting, or that the sites had some inherent difference. This issue is further covered in the discussion section. A fifth study that was described in a series of e-mails from Mr. Mike Mangham was an application on the soils surrounding the Fukushima reactor in Japan. Superoxide-laden water from a KRIA system was applied to soils that were contaminated by cesium, strontium, and other radionuclides. Gamma radiation was reduced after the superoxide treatment, presumably because the radioisotopes were solubilized and rinsed off the soil. The study hypothesized that the superoxide enhanced removal by oxidizing the radioactive species. The enhanced removal by oxidation is in line with studies conducted to remove depleted uranium species from soils. 1
A last study was conducted on disinfection properties of ECOCLEAN, which is a product developed from the same superoxide-generating process as the KRIA water treatment system. A wastewater with microorganisms was treated with 100%, 20%, and 10% ECOCLEAN concentrations after 10-minute exposures, and the results are given in Table 2 . The actual dilution from the ECOCLEAN addition was not recorded. Although the results reported in these studies are promising, there are issues that are commonly found in field studies that can make these results difficult to interpret, making the results somewhat dubious. For example, some of the studies rely on comparisons of before and after KRIA deployment, without factoring in the possibility of temporal changes. For example, although the data from the Grand Lake study were promising, lacustrine chemistry tends to undergo changes over time as a consequence of changes in sunlight intensity, temperature, and mixing in the lake. The subsequent report by Mad Scientists & Associates (2012) also included a control area, and similar changes occurred in that area. The Ueno Zoo data apparently included a control area (not affected by the KRIA), but it is often difficult for control areas to be completely similar in natural systems. Since the study locations for the Grand Lake and the Orange Beach study were not contained, changes due to influx and outflux also potentially complicate the results. That said, the studies consistently show positive results from the KRIA application, suggesting that the KRIA water system is a promising technology for addressing a wide range of water quality issues.
The purpose of this project was to study and demonstrate the KRIA system in a highly controlled setting, so that any changes found could be directly attributed to the reactor. Using these studies in conjunction with the field studies described above should provide potential users with sufficient background to decide whether the KRIA system is a good fit to address their water quality issues; although in some cases, a laboratory or controlled field test might be useful.
Approach
General Experimental Setup
Two identical, lined, 55-gallon-drum test reactors were prepared. A top was engineered by cutting holes for the reactor inlet/discharge to limit volatilization while allowing for the KRIA nozzles to be inserted in the water.
Experimental Approach
The two test reactors were filled with 50 gallons of clean water; next, they were spiked with the constituent of interest to meet the target concentration; then mixed with a large propeller mixer (Figure 2 ). Table 3 summarizes the constituents tested and their initial concentrations. Both reactors were then sampled in triplicate to establish their initial concentrations. One of the vessels was then treated with the KRIA Ionizer for a treatment time of one hour. After this treatment, a triplicated sample was immediately taken to evaluate the treatment. Following treatment, unreplicated samples were collected at 2, 4, and 8 hours (24 hours for the PCB study) to evaluate degradation by residual superoxide radicals. Seventy-two hours after the treatment period, the team took one triplicated sample from each of the reactors. The control underwent an identical process to simulate the effect of the KRIA reactor in all ways, except that the valve controlling the superoxide reservoir in the reactor was turned off ( Figure 2) ; consequently, it was mixed by the sump pump mechanism but was not charged with the superoxide. The control was sampled identically, resulting in a total of 24 samples that were collected for this study. In addition, a study was conducted with no contaminants, with the purpose of measuring changes in water quality parameters (temperature, pH, conductivity, ORP) and measuring superoxide concentrations in the two reactors.
After each experiment, the reactors were drained and the solutions prepared for appropriate disposal. The liners were removed and replaced in each drum. The hoses on the KRIA system were also exchanged with fresh hoses to eliminate cross contamination issues. 
Measurements
Temperature, pH, conductivity, dissolved oxygen, and oxidation/reduction potential (ORP) were all measured by calibrated meters. Semi-quantitative superoxide concentrations were measured using a superoxide dismutase kit ( Figure 3 shows plates and reader used in this measurement). Test constituents were measured using methods outlined in Table 1 . a b Figure 3 . Some of the analytical instruments used in this project. Assay plate reader (upper left) and 96 well plate used for the superoxide dimutase assay (upper right), which were used to semi-quantitatively measure superoxide concentration, and dionex ion chromatograph used for nitrate and nitrite measurements (a similar system was set up for cation measurements and used for ammonium analysis) (lower left). Water quality meter for pH, conductivity, dissolved oxygen (DO), percent oxygen saturation (DO%), and oxygen-reduction potential (ORP) (lower right).
Results
Effect on General Water Quality Parameters Table 4 summarizes water quality parameters measured during a 135-minute operation of the KRIA water treatment system, with the superoxide valve open (charging superoxide (SO)) and closed (mixing only, no superoxide). The table also shows measurements taken in the superoxide treated tank 24 hours after the KRIA was shut down. The DO levels in the control remained around 8 to 10 mg/L, giving saturation from 100 to 113%. This contrasted with the superoxide-treated reactor, in which the DO increased from a starting concentration of 8.63, to levels around 30 mg/L in the SO-treated water, giving a DO% of over 300. These results indicate that the KRIA can effectively supersaturate water with oxygen. Furthermore, the sample collected 24 hours after the KRIA was shut down maintained elevated DO and DO% levels (28.5 mg/L and 321% saturation respectively, indicating that the oxygenation levels remained elevated after the reactor was shut off. Conductivity is a measure of electrical transmission in water and is related to the concentration of ionic species in the water. Conductivity in the superoxide-exposed water increased from 0.170 to 0.355 mS/cm at 60 (CWT 2004) . The ranges found in this study (from 0.136 to 0.355 mS/cm) are within ranges of good quality water. Conductivity was also measured 24 hours after the KRIA was shut off, and it still was above 0.300 mS/cm. This suggests that the superoxide radicals were still present after shutdown, which indicates strong persistence of these radicals. The conductivity results contrast with those found in the Grand Lake studies, where reductions were found in conductivity levels. This contradiction shows the complication of field studies, and how they can sometimes lead to confusing results. It is likely that the decrease was due to more complex reactions, or possibly due to changes in the lake independent of the KRIA operation.
Temperature was found to increase about equally (on the order of 2.7 °C) in both the KRIA and control reactors, presumably due to the mixing action of the recirculating pump. The pH increased in both the control and SOtreated reactors, with the increase being somewhat higher in the control. The ORP decreased in both the control and the SO-treated reactors, with a more prominent decrease in the SO-treated reactor (from -35.3 to -59.6). This suggests that the tendency of SO is to act as a reductant. However, with the increase of oxygen in the system, the system is also becoming more oxidizing. So, it seems like the SO environment creates an interested environment, where both oxidation and reduction can occur.
Production of Superoxide
In this study, the KRIA was operated for four hours in the treatment reactor (superoxide). Similarly, the reactor was operated for four hours in the control, but with the valve to the superoxide tank shut off. Samples were taken hourly and applied to a standard 96 well plate that was set up using a superoxide dimutase enzyme-linked immunosorbent assay (ELISA). The plates were read by a multiwell plate reader (Figure 3 ).
The team found that the plates reacted with both the superoxide and the control, giving positive values for superoxide dimutase activity (Figure 4) . One possibility is that even with the valve off, some of the superoxide still made its way into the control. These seem unlikely, however, since ball valves, such as the one used, generally perform effectively. More likely cavitation at the injection nozzle resulted in the formation of radical species like super oxide (Suhr et al. 1991) . The values for the superoxide reactor were three to five times higher than the control. This study confirms that the KRIA produces superoxide. However, this study was semi-quantitative. Without a standard, we can only say that more superoxide was produced by the KRIA reactor, but the team cannot give a concentration of the superoxide radical. Figure 5 summarizes the results of the diesel treatment experiment. The time zero (T0) samples of both were very close, 5.44 and 5.08 mg/L. The authors hypothesize that some of the diesel preferentially floated to the surface, which resulted in a lower concentration in the middle of the tank where the sample was taken. After the reactor was run, the measured concentrations (T1) were actually higher, 7.72 mg/L for the KRIA superoxide, and 16.4 mg/L for the control. The authors think that these higher concentrations resulted from the mixing of the reactor, mixing in the diesel that had been floating, and yielding a higher concentration. However, the superoxide reactor (Drum 1) concentration was about half that of the control. . PCB concentrations in superoxide (SO) and control reactors. T0 is after spiking, T1 is 1 hour after KRIA operation, T2 is 2 hours, T3 is 4 hours, T4 is 24 hours, and T5 is 72 hours. Error bars represent standard deviation among triplicated samples.
Treatment of Diesel
The 2-, 4-, and 8-hour samples (T2, 3, and 4) for the superoxide had a slight but steady decrease compared to the T0 sample, lowering the concentration to 4.3 mg/L, while the concentrations for the control during these times were around 10, which was about twice the T0 sample. The T5 sample for the superoxide reactor was 2.27, and was 5.28 for the control. Therefore, the superoxide reactor had 58% removal of the diesel after 72 hours, while the control, which had identical mixing but was not charged with superoxide, had no removal.
The results seem to show immediate treatment, as we see significant removal after 2 hours. However, substantial removal occurred between the 8-and 72-hour samples, suggesting that the superoxide anion continues in its activity over time. In summary, the results show a definite decrease in diesel concentrations in the KRIA superoxide reactor, while none in the control. By experimenting with the actual treatment time, mixing, and other parameters, treatment could be potentially improved. Figure 6 summarizes the results of the PCB study. When comparing this to the diesel results, the reader should be aware that the concentration units are different (ug/L for the PCB test compared to mg/L for the diesel test). The team used a single Arochlor, 1254, and measurements focused only on that Arochlor. . PCB concentrations in superoxide (SO) and control reactors. T0 is after spiking, T1 is one hour after KRIA operation, T2 is 2 hours, T3 is 4 hours, T4 is 24 hours, and T5 is 72 hours. Error bars represent standard deviation among triplicated samples.
Treatment of PCBs (Arochlor 1254)
In analyzing these results, it is useful to start with PCB T0 data. Although the team tried to spike both reactors identically, the PCB was a bit higher in concentration in the SO-treated reactor as compared to the control.
In the diesel test, there was no contaminant removal in the control, so all the removal in the KRIA-treated reactor could be accounted for by the KRIA action (superoxide, microbubbles, etc). In the PCB test, there is removal in the control. Consequently, the authors cannot claim that all the removal was from the KRIA. PCBs have low solubility and tend to adsorb, so it is likely that the losses in the control reactor, which were up to 65% at the 72-hour mark (T5), were due to adsorption on the drum liner and even possibly in the tubing of the KRIA. Another mechanism of removal in the control could have been reactions associated with cavitation at the pump impellor (Zhang and Hua 2000) , which was part of the recirculation mechanism.
However, the percentage removed in the KRIA-treated drum were higher in each measurement, and the amount removed at 72 hours (T5) was 85%; 20% higher than in the control. Samples at T0, T1, and T5 were tripilicated, allowing the team to calculate deviations. The deviations were small compared to the average measurements, indicating that variability was low. The removals by the KRIA were statistically significant compared to the control. 
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Samples for chloride analysis were taken at 72 hours. If PCBs completely degrade, they should release chloride. The team's analyses did not find a measurable increase in chloride at 72 hours (16.04 mg/L in the control vs. 15.63 in the SO treated). However, the results may have been masked by the background chloride, which was on the order of 15 -16 mg/L. PCB levels were on the order of 50 to 60 ug/L (or 0.05 to 0.06 mg/L) and any chloride released would have been a fraction of these numbers. Consequently, even if chloride evolution had occurred, it likely would have been too small to detect.
These results are not as elegant as the diesel test, and certainly more testing could be conducted to better refine the results. However, for a preliminary test where so many things can go wrong, the results are very good. They certainly show substantial differences between the KRIA and the control.
Treatment of Nutrients as Nitrogen Forms
The nutrient treatment test did not indicate any treatment trends. In the control reactor, nitrate concentrations ranged from 27.80 to 28.20 mg/L, compared to from 27.84 to 28.66 mg/L for the superoxide reactor. Nitrite in the control ranged from 3.81 to 3.86 mg/L, and ranged from 3.77 to 3.92 mg/L in the superoxide reactor. Ammonia concentrations in the control ranged from 10.44 to 11.18 mg/L and from 11.32 to 11.48 mg/L in the superoxide treated. There did not appear to be any clear pattern in these various measurements. Thus, it did not appear that superoxide directly affected concentrations of these nitrogen forms in water.
Discussion
Optimization
The experiments conducted in this study can best be categorized as preliminary feasibility in nature. There are certainly several means to optimize and improve performance. One means might be to experiment with water quality parameters that might affect superoxide reactions, such as pH, temperature, conductivity, and the presence of key ionic species. High pH, for example, promotes more superoxide formation in Fenton's chemistry reactions and the presence of Fe 2+ and Cu 2+ can also increase superoxide production and stability, although too high a concentration can actually suppress a superoxide concentration (Qiao et al. 2001) . Another parameter that could be varied would be the superoxide charging time, which could easily be increased. Alternatively, sequential charging could be investigated.
Potential Applications
Based on the results of this study, several interesting applications for the KRIA can be envisioned. The supersaturation of oxygen achieved makes the KRIA a very promising reactor for numerous applications. For small lakes, ponds, and wetlands, the KRIA could be useful in providing mixing and oxygenation to combat eutrophication and algal blooms. Mixing can be an effective means for controlling algae in ponds and reservoirs, particularly in highly stratified water (Chipofya and Matapa 2003 , Cong et al. 2011 , Daldorph 1998 , and the action taken by the KRIA provides a strong mixing component. The oxygenation is also valuable in preventing anoxic conditions associated with eutrophication (Hammer 1986 ). The KRIA might find application in conjunction with sewage outfalls to address depressions in DO associated with that activity (Hammer 1986) . Similarly, the oxygenation aspect of the KRIA is attractive for wastewater treatment, and is particularly suitable for applications in simple lagoons. Lagoons are easy to construct and utilize for forward operating base wastewater sanitation (ECAT 2010 , Noblis 2010 , disaster relief, and humanitarian missions. However, if overwhelmed, these lagoons can become septic, a situation that reduces treatment effectiveness and generates fetid odors. The KRIA could provide very effective oxygenation for these applications to promote biological activity, and could promote mixing as well. In addition, the superoxide could assist in directly degrading organic compounds, further improving treatment efficiency.
The strong results found in degrading diesel suggest that the KRIA may also be very valuable in treating water contaminated with petroleum hydrocarbons without the need of additional extensive testing. These could include low level contaminated water from oil spills, contaminated water from groundwater remediation applications, and water associated with the production or refining of petrochemicals. One very interesting application that should be attractive for testing is fluids associated with hydrofracturing (fracking), although these fluids contain a much broader range of potential contaminants that may require some additional testing to address (Medina 2014) .
The PCB results were promising, but with removal in the control and the lack of measurable chloride data, the results were still somewhat inconclusive. However, the literature also supports the potential for effective treatment as well (Fang et al. 2013a (Fang et al. , 2013b (Fang et al. , 2013c . A reasonable approach might be to recommend a field treatability study as a first step in such a project. PCBs could be found in aqueous solutions in rivers and lakes with highly contaminated sediments, from groundwater pump and treat systems, or from soil and sediment remediation projects in which PCBs are leached or chemically removed from the granular materials.
The KRIA could also be adapted for injection into granular media for PCB and hydrocarbon remediation (and other applicable contaminants), which would open up opportunities for the direct treatment of contaminated soils (by leaching applications), sediments, and groundwater. Granular media applications may benefit from microbubble interactions and superoxide properties, which increase contaminant availability (Corbin et al. 2007 , Ueno 2013 , promoting more thorough remediation of the sediment/soil/ aquifer material. In fact, the KRIA has received an acceptance letter from the Florida Department of Environmental Protection that includes an authorization to commence subsurface injection into soil and groundwater (Ruscito and Lockenbach 2013) .
The results from this study did not directly support the use of the KRIA for nitrogen nutrients. However, the study only evaluated the direct interaction of the superoxide with dissolved nitrate and ammonia. The application at Grand Lake appeared to affect both nitrogen and phosphorus nutrients. Similarly, the application at the Ueno Zoo Lake saw substantial reductions of nitrogen and phosphorus, along with 98% removal of suspended solids. In addition, the Orange Beach study had reports of substantial improvements in water clarity. One explanation could be that the controls of each of these studies had differences that resulted in differences in solids, water clarity, and nutrients (due to temporal differences at Grand Lake and Orange Beach and spatial differences at Ueno). However, it is a point of interest that all these studies had the same pattern of improved clarity/ lower suspended solids and nutrients. This suggests that the KRIA may promote settling of ss, which would, in turn, reduce associated nutrient concentrations. The authors recommend that solids, turbidity, and nutrients be monitored in future field applications, which may continue to support this application. If so, another laboratory study could be designed to account for additional interactions that may affect nutrients.
Other Factors That Might Affect Performance
The simplicity of the reactor scheme used in this experiment may not factor in other important interactions that might affect performance in the field. Competing organic materials react with the superoxide, resulting in lower contaminant removal rates and treatment percentages. Superoxide adsorption and reactions with soils and sediments may also lower performance.
Conversely, there are factors that might improve performance as well. As mentioned above, the KRIA is a powerful oxygenator. This could stimulate vigorous biological activity. A synergistic effect could result from partial degradation of contaminants by direct interaction with the superoxide radical coupled with subsequent biodegradation by stimulated bacteria.
Another effect not evaluated in these could be further radical generation. Reactions with dissolved ionic material or with soils and sediments or magnetite could spur the formation of other radicals, including the very powerful hydroxyl radical (Fang et al. 2013a , 2013b , 2013c , Kim et al. 2005 , Miller and Valentine 1995 . Since the team's reactors were aqueous only, there was no mechanism to promote the formation of hydroxyl and other radicals. It has been speculated that the superoxide and hydroxyl radical could work synergistically to promote degradation of recalcitrant compounds like chlorinated compounds. Superoxide generated from fungi can reportedly oxidize metals -particularly manganese -to increase their reactivity with environmental contaminants (Hanson et al. 2012) . These secondary reactions could significantly improve performance and expand the range of contaminants that can be treated.
Conclusions and Recommendations
Conclusions
The following conclusions were drawn from this study:
• The superoxide treatment from the KRIA reactor was very effective for treating diesel in aqueous solution, with 58% removal in the treatment reactor compared to no removal in the control. Better treatment could be potentially obtained by optimizing the treatment process. This suggests that the KRIA could be useful for treating dilutely contaminated water from oil spills, dredging, oil production, etc.
• The PCB results were not as clear as the diesel study, as removal also occurred in the control, and the chloride results were inconclusive. However, there was more removal in the superoxide-treated reactor, and the greater removal was statistically significant. These results, coupled with results found in the literature, support the idea of further studies for applications on PCB treatment in contaminated water, groundwater, soils, and sediments.
• The treatment on the nitrate-ammonia water system did not show any direct interactions with the superoxide on these species (as well as nitrite). This contrasts with results found in field studies with the KRIA. However, the laboratory experiments do not simulate more complex interactions that may occur in the field that could affect nutrient concentrations. A review of the field data suggests that nutrient removal may be linked to removal of suspended solids by a mechanism that is not currently identifiable.
Recommendations
The KRIA water treatment system and its associated treatment with the superoxide radical have many potential uses. The literature on superoxide indicates that it can be effective for a wide range of contaminants and that it can work both oxidatively and reductively. The following recommendations focus particularly on studies that may yield additional funding or that can greatly expand the efficacy of the method:
• Testing should be conducted on a wider range of contaminants.
• Studies should be undertaken on interactions to produce other radicals, particularly the hydroxyl radical, which could greatly increase the reactivity of the radical species, and expand the uses of the reactor.
• Studies should be carried out to evaluate the application of the KRIA or system similar to the KRIA to granular media, like groundwater aquifers, soils, or contaminated sediments.
• An evaluation should be conducted of the KRIA water system for domestic sewage, with potential application for wastewater treatment in lagoons that would be useful for forward operating bases, disaster relief applications, or even for establishing sanitation in third world countries.
• The KRIA should be tested on solutions associated with fracking and on water bodies affected by fracking operations to assess its utility for these solutions.
